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 A modeling study on better defrosting performance for an ASHP unit was reported.
 Three study cases of varying heat supply to outdoor unit were included.
 Defrosting energy consumption was decreased in all the three study cases.
 The best defrosting performances and the shortest duration were both considered.
 Energy use for defrosting could be decreased to 96.4%, and duration reduced was 7 s.Keywords:
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Reverse cycle defrosting is the most widely used standard defrosting method for air source heat pump
(ASHP) units. It was suggested in previous experimental studies that downwards flowing of the melted
frost over a vertical multi-circuit outdoor coil in an ASHP unit has negative effects on reverse cycle
defrosting performance. To quantitatively study the negative effects, an experimental study and a mod-
eling study on draining away locally the melted frost for an experimental ASHP unit with a three-circuit
outdoor coil were carried out and separately reported. However, for exiting ASHP units, it is hardly pos-
sible to install water collecting trays between circuits. To alleviate uneven defrosting for a vertical multi-
circuit outdoor coil in an existing ASHP unit, an effective alternative is to vary the heat supply to each
refrigerant circuit by varying the opening values of modulating valves installed at an inlet pipe to each
circuit. In this paper, a modeling study on varying heat (via refrigerant) supply to each refrigerant circuit
in a three-circuit outdoor coil to alleviate uneven defrosting is reported. Finally, in the designed three
study cases, defrosting energy use could be decreased to 94.6%, as well as a reduction of 7 s in defrosting
durationbyfullyclosingthemodulatingvalveonthetopcircuitwhenitsdefrostingterminated.1. Introduction
The development of air conditioning and heat pump technology
is a natural consequence to both pursuing high quality living and
working environment, and at the same time addressing the issue
of sustainability. One obvious advantage for using a heat pump
unit is that it can provide heating or cooling from one single
machine without any major modification [1]. Air source heat pump
(ASHP) units used as cooling or heating source for building heating,
ventilating and air conditioning installations have been increas-ingly and widely applied over the recent decades in many parts
of the world [2,3]. However, when an ASHP unit operates at a
low temperature and high humidity environment, frost can be
formed and accumulated over the surface of its outdoor coil
[4,5]. The outdoor coil is usually of multi-circuit structure on the
refrigerant side in order to minimize its refrigerant pressure loss
and enhance the heat transfer between refrigerant and outdoor
air [4–17]. Frosting adversely affects the operational performance
and hence the energy efficiency of an ASHP unit, therefore periodic
defrosting is necessary [6].
Defrosting could be realized by a number of methods including:
(1) compressor shut-down defrosting [18], (2) electric heating
defrosting [19,20], (3) hot water spray defrosting [7], and (4) hot
gas by-pass defrosting [21–25]. Currently, reverse cycle defrosting
is the most widely standard defrosting method used for ASHP units
[5,8–17,26–28]. During reverse cycle defrosting, a space heating
ASHP unit actually cools a space, degrading indoor thermal comfort
while consuming electrical energy for melting frost [9]. Therefore,
a defrosting period should be controlled to as short as possible
[10,11]. In order to better improve the defrosting performance
for an ASHP unit, a number of previous experimental studies were
carried out to exam various ways for better defrosting perfor-
mances. These included optimizing the structure of an evaporator
[12,29], fin space adjustment [30], fin surface treatment [31], heat-
ing up the liquid refrigerant in an accumulator [32], providing heat
for defrosting using phase change materials [9,13], etc.
Among these exploratory experimental studies on improving
system defrosting performance, for ASHP units with vertical
multi-circuit outdoor coils, the phenomenon that different circuits
terminate their defrosting processes at different time was found
and reported. For example, O’Neal et al. [28] and Qu et al. [14] both
investigated the transient defrosting performances of ASHP units,
each with a vertical four-circuit outdoor coil. It was reported that
when a defrosting process was terminated, the surface tempera-
ture at the exit of the lowest circuit was much lower than that at
the exit of the highest circuit. Similar phenomenon could also be
found in Wang’s study [15]. In this paper, to clearly describe this
phenomenon, it was defined as uneven defrosting. For an ASHP
unit with a vertical multi-circuit outdoor coil, defrosting operation
is always terminated when the tube surface temperature at the
exit of the lowest circuit reaches a pre-set temperature [12–15,1
7,21–24,30,31]. Therefore, uneven defrosting is that the tube sur-
face temperatures at exits of each circuit reach the pre-set temper-
ature at different time. To explore the reason that results in the
uneven defrosting, for a vertical multi-circuit outdoor coil in an
ASHP unit, it was demonstrated [14] that downwards flowing of
the melted frost due to gravity from up circuit(s) would adversely
affect the defrosting performance of down circuit(s).
On the other hand, an effective alternative to experimentally
studying the defrosting performance in an ASHP unit is via numer-
ical approach and therefore, the last two decades saw a growing
number of modeling studies [16,17,23–27] on defrosting opera-
tions. Noticeable, Krakow et al. firstly developed a hot gas defrost-
ing model for evaporators [23,24], and later presented an idealized
reverse cycle defrosting model for an ASHP unit with a receiver
[26,27]. Dopazo et al. also developed a detailed transient simula-
tion model for hot-gas bypass defrosting in an air-cooled evapora-
tor [25]. In the above mentioned defrosting models, the effects of
downwards flowing of the melted frost due to gravity along the
surface of a multi-circuit outdoor coil on the defrosting perfor-
mance all were neglected, by assuming either no water retention
on coil surface or a stable water layer. Only the semi-empirical
model developed by Qu et al. considered the negative effects of
melted frost [16]. Thereafter, as a follow-up to Qu’s study on
uneven defrosting, a recent experimental and modeling study on
the defrosting performance of an ASHP unit when the melted frost
was drained away locally from its three-circuit outdoor coil were
carried out and separately reported [11,17].
While the outcomes from these studies [11,17] demonstrated
the effectiveness of locally draining away the melted frost from a
vertical multi-circuit outdoor coil, for existing ASHP units, however,
it is hardly possible to install water collecting trays between cir-
cuits. Nonetheless, for existing ASHP units, it is still possible to vary
the heat input to each refrigerant circuit through varying refriger-
ant supply to each circuit [33]. This is because uneven defrosting
was fundamentally caused by different thermal loads imposed to
each circuit due to the downwards flowing of the melted frost,
when the supply of refrigerant or heat to each circuit was the same.
Consequently, if the heat to be supplied to each circuit may be var- 2ied according to the actual defrosting thermal load each circuit is to
deal with, then the problem of uneven defrostingmay be alleviated.
Modulating valves installed at an inlet refrigerant pipe to each cir-
cuit may be deployed to vary the refrigerant flow thus heat input to
each circuit. Therefore, in this paper, a modeling study on varying
heat (via refrigerant) supply to each refrigerant circuit in the
three-circuit outdoor coil [11,17] to alleviate uneven defrosting is
carried out and reported. Firstly, the methodology and three study
cases are explained. Secondly, the results of the modeling study on
defrosting durations and energy use in the three study cases are
presented. Finally, a conclusion is given.2. Methodology and study cases
The reported study was carried out using a previously devel-
oped and validated semi-empirical mathematical model at the
experimental setting of without using water collecting trays
between circuits [11]. In this Section, a brief description of the pre-
vious experimental study is firstly introduced, and the validated
models are then shown. This is followed by presenting three study
cases in this study. Finally, the assumptions used for the three
study cases will be given.2.1. Experimental study
To quantitatively study the negative effects of downwards flow-
ing of the melted frost during reverse cycle defrosting, an experi-
mental ASHP unit with a vertical three-circuit outdoor coil was
specifically established. It was modified from a commercially avail-
able 6.5 kW heating-capacity variable speed ASHP unit. The exper-
imental ASHP unit was installed in an existing environmental
chamber having a simulated heated indoor space and a simulated
outdoor frosting space. The sizes of both spaces were each mea-
sured at 3.8 m (L)  3.8 m (W)  2.8 m (H). Fig. 1 shows the
schematics of the ASHP unit installed in the environmental cham-
ber. The experimental ASHP unit was a split-type one, consisting of
a swing type compressor, an accumulator, a four-way valve, an
electronic expansion valve, an indoor coil and an outdoor coil.
The outdoor coil was specially designed and made, as shown in
Fig. 2. There were three individual and parallel refrigerant circuits
and the airside surface areas corresponding to each of the three cir-
cuits were the same. The outdoor coil was vertically installed, and
in each circuit a solenoid modulating valve and a manual stop
valve were used. The specifications of the three-circuit outdoor coil
are shown in Table 1.
The experimental conditions were jointly maintained by the use
of a separate air conditioning system in the environmental cham-
ber, and sensible and latent load generating units (LGUs) which
were used to simulate thermal load. During normal heating (or
frosting) operation, a frosting environment in the outdoor space
was maintained by running the experimental ASHP unit and LGUs
together, while an indoor heated environment by the experimental
ASHP unit and the existing air conditioning system. All the param-
eters, such as temperature, pressure, relative humidity, refrigerant
mass flow rate, voltage and current, were measured. All sensors
and measuring devices were able to output direct current signals
of 4–20 mA or 1–5 V to a data acquisition system (DAS) for logging
and recording. All the measured data throughout both frosting and
defrosting periods were collected and recorded by the DAS at an
interval of 5 s. In addition, during defrosting, photos for surface
conditions of the outdoor coil were taken at an interval of 10 s.
Three cases were designed and carried out in this experimental
study, and two of them were prototypes of the following models
developed. For Case 1, there was no water collecting trays installed
between circuits, as shown in Fig. 2(a). During defrosting, the
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Fig. 1. Schematics of the ASHP unit with a vertical three-circuit outdoor coil.melted frost could downwards flow from up circuit(s) to down cir-
cuit(s) freely due to gravity. As shown in Fig. 2(b), for Case 3, there
were two water collecting trays (Tray A and Tray B) installed
between circuits. The melted frost would be taken away when it
was downwards flowing away from the circuit during defrosting,
and thus the negative effects of melted frost were eliminated.
The experimental results were compared, and the negative effects
of downwards flowing melted frost were qualitatively studied. At
the same time, water collecting tray was suggested to install
between circuit for a multi-circuit outdoor coil when optimizing
its structure, and thus improving system defrosting performance.
On the other hand, more information was obtained from this
experimental study. Firstly, all the data used in the following mod-
eling development as known parameters were collected, such as
the tube surface temperature at the inlet of each refrigerant circuit,
the refrigerant mass flow rate and the total mass of melted frost
collected. Secondly, part of the experimental results would be used
in the validation stage of the following two developed models.
However, there are still some limitations in this experimental
study. Firstly, some parameters could not be measured, such as
the rate of melted frost downwards flowing along the surface of
outdoor coil. Secondly, some parameters, like the temperature of
melted frost when it was downwards flowing, were hardly impos-
sible to be measured. Thirdly, some parameters were easy to mea-
sure, but not accurate due to their fluctuations, such as the
temperature of air around the outdoor coil. In the experimental
study, this type of parameters was always measured by many sen-
sors or tested by many times. Therefore, the following modeling
study takes the responsibility to measure the previous three types
of parameters.
2.2. Modeling study
The development of the validated semi-empirical model at the
setting of without using water collecting trays between circuits
for the experimental ASHP unit was separately reported previously
[17]. However, for the completeness of the current paper, it is
briefly described here. The prototype of this model was Case 1 in
the previous experimental study. Details of the vertical three-
circuit outdoor coil without water collecting tray installed between 3circuits were shown in Fig. 2(a), and conceptual model for the air-
side of the three-circuit outdoor coil shown in Fig. 3. Before the
model was built, series of assumptions were given, such as the
frost at the surface of each circuit was even, and the refrigerant
mass flow evenly distributed, and so on. At the same time, as men-
tioned at previous, some of experimental results obtained were
used as known parameters when the model was developed.
In this model, a defrosting process on the airside of the outdoor
coil was divided into four stages: (1) preheating, (2) frost melting
without water flowing away from a circuit, (3) frost melting with
water flowing away from a circuit, and (4) water layer vaporizing.
Schematics of mass and energy flows in the four defrosting stages
were shown in Fig. 4. Moreover, as part of the entire setup of the
three-circuit outdoor coil, a mathematical sub-model for the heat
and mass flows on a water collecting tray and a water collecting
cylinder was also developed, and used together with the model.
As shown in Fig. 5, there were three steps for the process of the
mass and energy flows in a water collecting tray during defrosting.
During the modeling study, 42 equations were used [17].
Although the models were developed based on energy and mass
flows conservations, there existed a few limitations. Those
included the assumptions introducing errors, certain empirical for-
mulas having their limitations, and experimental data making the
models empirical. Therefore, appropriate modifications might have
to be introduced when the models are to be used for studying ASHP
units with different configurations or operating conditions. After
this model was built, it was validated by comparing the predicted
defrosting duration, tube surface temperatures at the exit of each
circuit, temperature variations of the melted frost and the total
mass of the melted frost collected in a Measuring Cylinder shown
in both Figs. 1 and 2(a), with the corresponding experimental data
[11,17]. The average deviations between measured and predicted
results of tube surface temperatures at exits of Circuits 1–3 were
0.2 C, 0 C and 0.4 C, respectively. The maximum and average
deviations between the measured and the predicted results of
the temperature variations of the melted frost were 0.68 C and
0.05 C, respectively. Finally, the difference between the measured
and predicted total melted frost mass was only 0.2%. Therefore, this
validated model at the setting of without using water collecting
trays between circuits could adequately describe the defrosting
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Fig. 2. Details of the vertical three-parallel refrigerant circuit outdoor coil without and with water collecting tray installed between circuits.
Table 1
Specifications of the specially designed outdoor coil and the water collecting
components.
Item Parameter Value Unit
1 Height of the outdoor coil 500 mm
2 Width of the outdoor coil 590 mm
3 Thickness of the outdoor coil 44 mm
4 Fin height 152.4 mm
5 Fin width 44 mm
6 Fin thickness 0.115 mm
7 Fin pitch 2.1 mm
8 Tube external diameter 10 mm
9 Tube thickness 0.5 mm
10 Tube spacing 20 mm
11 Number of tube rows 2 –
12 Number of circuits 3 –
13 Number of water collecting trays 3 –
14 Number of water collecting cylinders 3 –
15 Circuit pitch 22 mm
16 Tube material Copper –
17 Fin material Aluminum –
18 Fin type Plate –
19 Water collecting tray material PVC –
20 Water collecting cylinder material PVC –
21 Volume of the water collecting cylinder 500 mL 4performance for the experimental ASHP unit and was used in the
current modeling study.
2.3. The three study cases
When an ASHP unit operates at defrosting mode, usually the
refrigerant discharged from compressor is assumed equally dis-Refrigerant in
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Fig. 4. Schematics of mass and energy flows in the four defrosting stages (Ref. [17]).
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Fig. 5. Schematics of mass and energy flows in a water collecting tray and a water
collecting cylinder during defrosting. 5tributed into each circuit of a multi-circuit outdoor coil. As shown
in Fig. 6, the refrigerant mass flow rates in the three circuits during
defrosting in the previous experimental study were calculated.
From 0 s to 70 s, the refrigerant mass flow rates were fluctuating,
named Stage 1 in this study. At Stage 2, from 70 s to 160 s, their
values increased steadily, with their peak values at 10.52 g/s at
160 s into defrosting. The following period was named Stage 3,
and the refrigerant mass flow rate decreased firstly, and then kept
fluctuating to the termination of defrosting. It could be found that,
the refrigerant mass flow rates of the three circuits calculated kept
the same always during defrosting. However, as the melted frost
flows downwards along the surface of outdoor coil due to gravity,
the heating load for each refrigerant circuit becomes different. In
this study, therefore, to alleviate the uneven defrosting due to
the downwards flowing of melted frost for the three-circuit verti-
cal outdoor coil during reverse cycle defrosting, three study cases
were included where different openings of modulating valves were
applied so as to vary the heat supply to each of the three circuits.
Table 2 details the opening of modulating valve and other opera-
tional changes in the three study cases. At the same time, to clearly
describe their differences, changes in the proportion of the refrig-
erant distribution into each circuit in the three study cases were
illustrated in Fig. 7.
2.3.1. Case 1
Fig. 8 shows the measured tube surface temperature at the exit
of each circuit during defrosting in the previous experimental
study in Case 1 in Ref. [11]. It could be seen that the temperature
order of three circuits kept at T1 > T2 > T3 during defrosting. This0 20 40 60 80 100 120 140 160 180 200
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Fig. 6. Calculated refrigerant mass flow rate in the three circuits during defrosting
in the previous experimental study.is because of the negative effects of the downwards flowing meltedTable 2
Experiment conditions in the three study cases.
Case No. Opening of
modulating valve
Other operational
changes
Refrigerant changes
shown in
Case 1 A None Figs. 7(a) and 9
Case 2 B None Figs. 7(b) and 10
Case 3 C D Figs. 7(c) and 11
A. The opening values of three valves on each circuit, from top to bottom, were fixed
at 92.5%, 97.8% and 100%, respectively.
B. Fully open all valves at the start of defrosting, and fully close the modulating
valve on Circuit 1 when its defrosting was terminated.
C. Fully open all valves at the start of defrosting, and fully close the modulating
valve on Circuit 1 when its defrosting was terminated.
D. Keep the refrigerant flows to Circuit 2 and Circuit 3 unchanged by reducing
compressor speed to 66.7% of the original speed when the modulating valve on
Circuit 1 is closed.
Circuit 1 (Re = 100%)
Circuit 2 (Re = 100%)
Circuit 3 (Re = 100%)
Circuit 1 (Re = 95.6%)
Circuit 2 (Re = 101.1%)
Circuit 3 (Re = 103.3%)
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Fig. 7. Changes in the proportion of the refrigerant distribution into each circuit in the three study cases.
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Fig. 9. Assumed refrigerant mass flow rate in the three circuits during defrosting in
Study Case 1.frost. Experimental results shown that the defrosting durations for
the 3 circuits, from top to bottom, were 172 s, 182 s, and 186 s,
respectively [11]. In other words, the defrosting durations for the
top and the middle circuits were 92.5% and 97.8%, respectively,
of that for the bottom circuit. To alleviate the uneven defrosting,
Study Case 1 was then designed, where the modulating valve for
the bottom circuit was fully opened and the openings of the mod-
ulating valve for the top and middle circuits were set at 92.5% and
97.8% of full opening, respectively. In this way, the heat supplies to
the three circuits via the supply of refrigerant during defrosting
were no longer the same, and the assumed refrigerant mass flow
rates to each circuit during defrosting are 95.6%, 101.1%, and
103.3% of their previous values, respectively, as shown in Fig. 7.
Fig. 9 shows the assumed refrigerant mass flow rate in the three
circuits during defrosting in Study Case 1. The trends of refrigerant
mass flow rates in the three circuits during defrosting at three 6 stages are the same as those shown in Fig. 6. However, their peakvalues, at 160 s into defrosting, were 10.10 g/s for Circuit 1,10.62 g/s for Circuit 2, and 10.83 g/s for Circuit 3, respectively. Dur-ing defrosting, the mass flow rate order was always at R3 > R2 > R1,which met the designed experiment conditions in Table 2 and thechanges in the proportion of the refrigerant distribution shown inFig. 7(a).2.3.2. Case 2As shown in Fig. 8, the results from the previously experimentalstudy also revealed that the defrosting duration for Circuit 1 wasthe shortest [11]. Hence, it was also possible to vary the heat inputto the three refrigerant circuits by fully closing the modulatingvalve on Circuit 1 when its tube surface temperature at exitreached 24 C, which means its defrosting process was terminated.Therefore, in Study Case 2, it was designed that the three valves on
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172 sthe three circuits were fully open at the start of defrosting. When
the defrosting of Circuit 1 was terminated, the modulating valve
on it would be fully closed. Consequently, more refrigerant would
flow into the other two refrigerant circuits to speed up their
defrosting. Fig. 7(b) illustrates the changes in the proportion of
the refrigerant distribution into each circuit, and Fig. 10 shows
the assumed refrigerant mass flow rates to each circuit during
defrosting in Study Case 2. It could be found that the trends of
refrigerant mass flow rates in the three circuits during defrosting
at Stages 1 and 2 are the same as those shown in Fig. 6. But at Stage
3, the refrigerant mass flow rate of Circuit 1 decreased to 0 g/s at
172 s, as designed in Table 2. At the same time, the values of the
other two circuits increased firstly, and then kept fluctuating, with
their same peak values at 12.59 g/s at 195 s into defrosting. All
their trends met the changes in the proportion of the refrigerant
distribution shown in Fig. 7(b).Fig. 11. Assumed refrigerant mass flow rate in the three circuits during defrosting
in Study Case 3.2.3.3. Case 3
As shown in Figs. 7(b) and 10, in Study Case 2, when the mod-
ulating valve on Circuit 1 was closed, the refrigerant mass flow
rates to the other two circuits were increased. To possibly reduce
defrosting energy consumption, however, it was possible to
decrease compressor speed so that the refrigerant flow rates to Cir-
cuit 2 and Circuit 3 remained unchanged. Therefore, in Study Case
3, it was designed that the three modulating valves on the three
circuits were fully open at the start of defrosting. When the tube
surface temperature at the exit of Circuit 1 reached 24 C, its mod-
ulating valve would also be fully closed, the same as that in Study
Case 2. However, compressor speed was also reduced by 1/3 at the
same time. The changes in the proportion of refrigerant distribu-
tion into each circuit during defrosting in Study Case 3 were shown
in Fig. 7(c), and the assumed refrigerant mass flow rates to each
circuit are shown in Fig. 11. The same as that shown in Fig. 10,
the trends of refrigerant mass flow rates in the three circuits during
defrosting at Stages 1 and 2 are the same as those shown in Fig. 6.
In addition, at Stage 3, the refrigerant mass flow rate of Circuit 1
decreased to 0 g/s at 172 s, as designed in Table 2. At the same
time, the values of other two circuits increased firstly, and then
kept fluctuating, with their same peak values at 12.59 g/s at
195 s into defrosting. All their trends met the changes in the pro-
portion of the refrigerant distribution shown in Fig. 7(c).2.4. The seven assumptions
In the current modeling study, the following were also
assumed:0 20 40 60 80 100 120 140 160 180 200
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Fig. 10. Assumed refrigerant mass flow rate in the three circuits during defrosting
in Study Case 2. 7(i) In the previous experimental study, the refrigerant mass
flow rate in the three refrigerant circuits was assumed
evenly distributed. The calculated refrigerant mass flow
rates in the three circuits in the previous experimental study
were derived following this assumption.
(ii) In the three study cases, the refrigerant mass flow rate pass-
ing through a modulating valve to each circuit during
defrosting was assumed to be proportional to the respective
percentage openings of the three modulating valves, under a
constant total refrigerant flow rate. For example, when the
percentage openings of valves are 50% for the valve on Cir-
cuit 1, 100% for the valves on Circuit 2 and Circuit 3, respec-
tively, the ratio of the three valves’ openings is 1:2:2, and
thus the percentage shares of the total refrigerant mass flow
rate passing through the three modulating valves are 20%,
40%, and 40%, respectively. The assumed refrigerant mass
flow rates to each circuit during defrosting in Study Case 1
shown in Figs. 7(a) and 9 were derived following this
assumption.
(iii) In Study Case 2, the total refrigerant mass flow was evenly
distributed to the other two refrigerant circuits during
defrosting after the modulating valve on Circuit 1 was
closed. As a result, the refrigerant mass flow rate to Circuit
2 and Circuit 3 was each increased by 50%, as illustrated in
Fig. 7(b).
(iv) In Study Case 3, as the modulating valve on Circuit 1 was
closed, the refrigerant mass flow in Circuit 2 and Circuit 3
remained unchanged, as a result of compressor speed reduc-
tion by 33%.
(v) The energy consumption on compressor would decreased
33%, as a result of compressor speed reduction by 33%.
(vi) When the tube surface temperature at the exit of a refriger-
ant circuit reached 24 C, the defrosting operation on that
circuit was considered ended. The experiment conditions
illustrated in Fig. 7(b) and (c) were derived following this
assumption.
(vii) The defrosting duration for the ASHP unit was the same as
that of Circuit 3.
3. Results
Using the validated empirical model [17], a modeling study for
the three study cases was undertaken and the study results are
shown in Figs. 12–14 for the three study cases. In addition, to illus-
trate the effectiveness of varying heat supply to respective refriger-
ant circuit, the results of previous experimental study [11] for the
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Fig. 12. Predicted tube surface temperatures at circuit exits during defrosting in
Study Case 1.
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Table 3
Defrosting durations in the previous experimental study and the three study cases.
Case No. Defrosting durations for each circuit Shown in
Circuit 1 (s) Circuit 2 (s) Circuit 3 (s)
Experimental
study
172 182 186 Figs. 8 and 15
Study Case 1 178 178 183 Figs. 12 and 15
Study Case 2 172 177 179 Figs. 13 and 15
Study Case 3 172 179 187 Figs. 14 and 15setting of without using water collecting trays between circuits
[17] shown in Fig. 8 were also used for comparison purposes. In
Figs. 8 and 12–14, for their time (horizontal) axis, although defrost-
ing starts at 0 s, 80 s is the chosen time point for these figures in
order to more clearly show the temperature rise during defrosting.
Further, Table 3 summarizes the defrosting durations in the previ-
ous experimental study and the three study cases. For the results 8presented here in the three study cases, the time difference in
defrosting duration between Circuit 1 and Circuit 3, Dt, was used
as a parameter to indicate the degree of uneven defrosting. The
smaller the value of Dt was, uneven defrosting was eliminated
much more effectively.
3.1. Case 1
Fig. 12 shows the variations of the predicted tube surface tem-
peratures at the exit of each circuit during defrosting in Study Case
1. It can be seen that the defrosting durations were 178 s for Circuit
1 and Circuit 2, and 183 s for Circuit 3, respectively. From 95 s to
180 s into defrosting, the temperature order of the three circuits
kept at T1 > T2 > T3. However, the temperature order changed to
T2 > T1 > T3 after 180 s into defrosting, because the refrigerant mass
flow rate distributed into Circuit 1 was less than those in others.
This phenomenon met the changes in the proportion of the refrig-
erant distribution into each circuit in the Study Case 1, as shown in
Figs. 7(a) and 9. It also can be found that the defrosting durations
for Circuit 2 and Circuit 3 were shortened, but that for Circuit 1
was slightly extended, as compared to the experimental results
shown in Fig. 8. This was because the refrigerant supply to each cir-
cuit was no longer the same. Following the Assumption (ii) speci-
fied in Section 2.4, as shown in Figs. 7(a) and 9, the refrigerant
mass flow rate during defrosting in Circuit 1 is decreased to
95.6% of previous value, and that in Circuits 2 and 3 increased to
101.1% and 103.3% of previous values, respectively. Compared to
the results from the previous experimental study [11], the defrost-
ing duration for Circuit 3 or the ASHP unit was decreased by 3 s, or
1.6%. Also, as seen, Dt was 5 s, which is much shorter than the
experimental value of 14 s, suggesting that the uneven defrosting
was significantly alleviated.
3.2. Case 2
Fig. 13 shows the variations of the predicted tube surface tem-
peratures at the exit of each circuit during defrosting in Study Case
2. The simulation results demonstrated that the defrosting for
durations were 172 s for Circuit 1, 177 s for Circuit 2, and 179 s
for Circuit 3, respectively. From 95 s to 175 s into defrosting, the
temperature order of the three circuits kept at T1 > T2 > T3. When
the tube surface temperature at the exit of Circuit 1 reached
24 C at 173 s into defrosting, its modulating valve was closed, so
that, the refrigerant supply to Circuit 1 was reduced to 0 g/s, as
shown in Figs. 7(b) and 10. At the same time, since the compressor
speed remained unchanged, the refrigerant supplies to Circuit 2
and Circuit 3 were consequently increased to 150% of previous val-
ues. As a result of the increase in refrigerant mass flow rate, it can
be seen from Fig. 13 that the tube surface temperatures were
increased for Circuit 2 and Circuit 3, but decreased for Circuit 1
after closing valve, from 175 s into defrosting to the termination.
Compared to the results of the previous experimental study [11],
the defrosting duration for Circuit 3 or the ASHP unit was
decreased by 7 s, or about 3.8%. The value of Dt was 7 s, also sug-
gesting the alleviated uneven defrosting.
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Fig. 15. Analysis on durations for the previous experimental study and the three study cases.
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Fig. 14 shows the variations of the predicted tube surface tem-
peratures at the exit of each circuit during defrosting in Study Case
3. The simulation results showed that the defrosting durations
were 172 s for Circuit 1, 179 s for Circuit 2, and 187 s for Circuit
3, respectively. As shown in Figs. 7(c) and 11, when the modulating
valve on Circuit 1 was closed at 172 s into defrosting, its refrigerant
mass flow rate was reduced to 0 g/s. For the other two circuits, the
refrigerant mass flow rates remained unchanged after the com-
pressor speed was reduced by 1/3. As seen, the surface tempera-
ture for Circuit 1 was reduced after closing the valve at 172 s,
but those for Circuit 2 and Circuit 3 continued their increasing
trend. Unlike the other two study cases, the defrosting duration
for Circuit 3 or the ASHP unit was slightly increased by 1 s to
187 s, when compared with the results of the previous experimen-
tal study [11]. At the same time, Dt was also slightly increased by
1 s to 15 s, suggesting that the problem of uneven defrosting
remained.
The simulation results for the three study cases are summarized
in Table 3, where the results of the previously experimental study
are also included. To clearly illustrate the difference of these dura-
tions, analysis on durations for the three study cases and the pre-
vious experimental and modeling studies were shown in Fig. 15. In
this figure, the time difference in defrosting duration between
study case and previous experimental study, Ddt, was used as a
parameter to indicate the defrosting duration. The bigger the value
of Ddt was, the defrosting process of this study case was termi-
nated much earlier. It can be seen from Table 3 and Fig. 15 that
for the three study cases, Study Case 2 appeared to be the better
one in terms of shortening the defrosting duration with the short-
est duration of 179 s, with 7 s earlier than the defrosting termina-
tion of previous experimental study. Also it can be seen from the
Fig. 15 that, the values of Dt for Study Case 1 and Study Case 2 were
significant smaller than the experimental value and that for Study
Case 3, suggesting that using the methods in Study Cases 1 and 2
can help alleviate uneven defrosting for a better defrosting perfor-
mance. However, since different defrosting durations for the three
study cases were resulted in, the energy use for defrosting was
therefore different. This is further discussed in Section 4.Experimental study Study Case 1 Study Case 2 Study Case 3
0
10
6.7%
1.0%12.7%
1.1%
1.0%
12.5%
1.0%
12.4%
Fig. 16. Heat supply for defrosting after 172 s into defrosting in the previous
experimental study and the three study cases.4. Analysis on heat supply and energy consumption
For an ASHP unit, during reverse cycle defrosting, the energy is
used to heat the outdoor coil metal, melt frost, heat the melted 9frost, heat the cold ambient air, and evaporate the retained water
on the surface of outdoor coil. In this study, the total energy use
for defrosting was also evaluated for the three study cases,
715.9 kJ for Case 1, 693.2 kJ for Case 2, and 728.0 kJ for Case 3,
respectively. Compared with the experimental of 732.6 kJ, the
defrosting energy uses in the three study cases were all less, with
that defrosting energy use in Study Case 2 being the lowest at
about 94.6% of the experimental value. It is noted that in Study
Case 3, compressor speed was reduced by 1/3 for possible energy
saving after the tube surface temperature at the exit on Circuit 1
reached 24 C. However, since the total durations of defrosting
operation was longer than that in Study Case 2, the total energy
use in Study Case 3 was more than that in Study Case 2, and
slightly lower than the experimental value.
To clearly show the differences of heat supply, Fig. 16 shows the
heat supply for defrosting after 172 s into defrosting in the previ-
ous experimental study and the three study cases. It is obvious that
the heat supply for defrosting in Study Case 2 was shortest, at
33.8 kJ. At the same time, three study cases all could decrease
the heat supply for defrosting, because the value in the previous
experimental study was the biggest, at 73.2 kJ. The heat supply
mostly comes from the thermal energy of indoor air, accounting
of more than 86% of the total heat supply. The least part is the heat
supply from supply fan, at only around 1%. In addition, energy con-
sumption during defrosting in the previous experimental study
and the three study cases is shown in Fig. 17. It could be found that
energy consumption on frost melting for different study cases were
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Fig. 17. Energy consumption during defrosting in the previous experimental study
and the three study cases.the same, at 329.0 kJ. This is because the frost accumulation on the
surface of outdoor coil was assumed the same as that in the previ-
ous experimental study. The differences totally come from the
energy consumption on vaporizing. The biggest value of energy
consumption on vaporizing is 34.2 kJ, in the previous experimental
study. And the smallest one is only 5.5 kJ, or 16.1% of the value in
the previous experimental study. Figs. 16 and 17 show the heat
supply for defrosting and energy consumption in the Study Case
2 both were the shortest. This further confirmed that system per-
formance could be improved most by fully closing the modulating
valve on the top circuit when its defrosting terminated in the three
study cases for alleviating uneven defrosting.
5. Conclusions
A modeling study on alleviating uneven defrosting for a vertical
three-circuit outdoor coil in an ASHP unit during reverse cycle
defrosting was undertaken and the study results are reported.
The following conclusions could be received from this paper:
(a) Three study cases were included and study results suggested
that the best operating defrosting performances in terms of
defrosting durations and energy use were achieved in Study
Case 2. In this study case, defrosting energy use could be
decreased to 94.6%, as well as a reduction of 7 s in defrosting
duration by fully closing the modulating valve on the top cir-
cuit when its defrosting terminated.
(b) It is expected that with more refrigerant circuits in an out-
door coil in an ASHP, the method of fully closing the modu-
lating valves on top circuit when its defrosting terminated
will yield better defrosting performance for the ASHP unit,
as predicted by the modeling study reported in this paper.
(c) In this modeling study, frost accumulation on the surface of
each circuit and the refrigerant distributed into each circuit
in the multi-circuit outdoor coil both were assumed even.
However, when the frost accumulation and refrigerant dis-
tribution were uneven, the performances of the three study
cases would be different. Therefore, a model should be fur-
ther developed, with the considerations of frost accumula-
tion and refrigerant distribution for an ASHP unit with a
multi-circuit outdoor coil.
(d) Compared with the previous experimental study, although
the heat supply and energy consumption in Study Case 3
were both decreased 4.6 kJ, its defrosting duration was
extended 1 s. Therefore, in consideration of the indoor ther-
mal comfort requirements, this type of control strategy was
not suggested in the application of ASHP units. 10Acknowledgement
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